NOTE:

ASSEMBLY

MIN. 24° VACUUM EXCAVATION HOLE

BACKFILL WITH SAND

4" P.V.C. SDR 35 OR HEAVIER
CLEANOUT RISER

7—TRENCHLESS CLEANOUT SYSTEM

\ SEE DETAIL S/5.1 FOR CLEANOUT COVER

MAINLINE SEWER

WSSC SERVICE CONNECTION

—SADDLE FOR EXISTING SHC

ELEVATION

INSTALL TRENCHLESS CLEANOUT SYSTEM IN ACCORDANCE
TO MANUFACTURE RECOMMENDATION.
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STANDARD DETAIL

TRENCHLESS CLEANOUT SYSTEM
FOR INSTALLATION ON EXISTING
4-INCH AND 6-INCH
SEWER HOUSE CONNECTIONS
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