EXISTING SEWER

PRECAST MANHOLE

FIELD POURED BASE
SLAB.

NOTES:

1. FOR PVC PIPE, SEE DETAIL S/2.2.
. FOR SEWERS 36" AND LARGER,
SEE DETAIL S/3.4.

. NOTES (1) THRU (9) ON DETAIL
S/1.0 APPLY TO THIS DETAIL.

. PROVIDE BENTONITE APPLICATION,
SEE DETAIL S/3.01.
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