TYPICAL MANHOLE STEPS
SEE DETAL S/1.0.

EXISTING PVC OR DI PIPE\

NOTE:
1. NOTES (1) THRU (9) ON DETAIL S/1.0 APPLY TO THIS DETAIL.

STANDARD WATERTIGHT MANHOLE FRAME
AND COVER. SEE DETAILS S/4.2 OR S/4.3

FINISHED GRADE
jl_—"::::::k—é\

PRECAST MANHOLE SEE
DETAIL S/1.0.

4'-0°,5'-0" OR 6'-0" DIA N
SEE NOTE 2, DETAIL S/1.0 4

PRECAST MANHOLE BASE

'_'/-l FLEXIBLE GASKET CONNECTOR
SEE DETALL S/1.0.

- SHORT PIECE BELL END PVC
W/GASKET TO CONNECT TO
EXISTING PVC/DI PIPE OF SAME

BENCH — s - SIZE.

¢
)
b [ _‘ | .

A Z }:’;}:’;’.}; e R o EXISTING PVC OR OI PIPE

\\\— CHANNEL UNING
— MANHOLE BASE TO BE

EXISTING PVC OR D! PIPE TO BE REMOVED BEDDED IN 8° MINIMUM
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GRANULAR BEDDING ON

FIRM SUBGRADE.
wasHiNaToN | APPROVED ot 1 STANDARD DETALL S
SUBURBAN PRECAST MANHOLE %5
SANITARY BUILT ON EXISTING :
COMMISSION i PVC OR DI PIPE
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