CONCRETE VAULT, MANHOLE OR
THRUST BLOCK (CAST-IN—PLACE °

OR PRE~CAST CONCRETE) a
\ )
H.
DUCTILE IRON PIPE—\

Y

A

OVERLAP COATING ONTO CONCRETE, MINIMUM 4"

FIELD APPUED COATINGS
PIPE JOINT

EXTEND V-BIO MINIMUM 3' PAST PIPE JOINT

\ V-BI0 POLYETHYLENE ENCASEMENT

SEE SPECIFICATIONS

SEAL END OF V-BIO
WTH ADHESIVE TAPE IN
ACCORDANCE WITH AWWA C105

ADDITIONAL LAYER OF V—BIO POLYETHYLENE ENCASEMENT

4"t 1° GAP BETWEEN END OF
POLYWRAP AND CONCRETE.
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V-BIO S8
POLYETHYLENE ENCASEMENT ;
AT CONCRETE INTERFACE
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