FOR DEEP VALVE SETTINGS,
PROVIDE VALVE BOX AND
EXTENSION STEM SEE
OETAIL W/2.2.

8° 1/8 MJ HB ROTATE BEND 45°
DOWNSTREAM.

ENDWALL, SEE DETAIL W/3.01.

/—EXESWG GROUND
6" MJ PLUG BOLTED
TO BEND

Kvl

8°x6" TEE ROTATED UP. FOR  |—|
CONTINUATION AND ADDITIONAL | |
TAILS, SEE DETAIL W/S.OS.—\

V=8I0 POLYETHYLENE ENCASEMENT,
SEE SPECIFICATIONS ——————

TYPICAL PROFILE FOR TYPE "B" BLOWOFF FOR MAINS 36" AND LARGER

FOR DEEP VALVE SETTINGS,
PROVIDE VALVE BOX AND

] < EXTENSION STEM SEE
gOV}I{gT:EBA:A“ ROTATE BEND 45 DETAIL W/2.2,

ENDWALL, SEE DETAIL W/3.01.

/—E!GSTING GROUND

6° MJ PLUG BOLTED
TO BEND

USE TEE FOR WATER MAINS

SMALLER THAN 24" DIAMETER.
FOR WATER MAINS 24° TO 30,
CONTRACTOR MAY SUBSTITUTE
WELDED—ON CONNECTION.

6" DIP
V-BIO POLYETHYLENE ENCASEMENT, .
SEE SPECIFICATIONS

ONE 6° VALVE WMITH VALVE
BOX. SEE DETAIL W/2.1.

WHEN WELDED—-ON CONNECTION iS
USED FOR WATER MAINS 24° TO
30°, SEE DETAIL W/3.05.

16" TO 30"

WATER MAIN
TYPICAL PROFILE FOR TYPE "B" BLOWOFF FOR MAINS 16" TO 30"
NOTES:
1. THESE ARE TYPICAL PROFILES ONLY. FOR ACTUAL ELEVATIONS AND LOCATIONS OF FITTINGS, SEE DRAWINGS.
2. RESTRAIN ALL JOINTS ON 6" BLOWOFF PIPING, SEE SPECIFICATIONS.
3. SEE DETAIL W/2.8 FOR V-BIO POLYETHYLENE ENCASEMENT AT ENDWALL INTERFACE.
( STANDARD DETAIL
WASHINGTON APPROVE@' 7/3‘5f ) A W
SUBURBAN TYPE "B" BLOWOFF =
SANITARY 4 PROFILES FOR WATER '
COMMISSION v : MAINS 16-INCH AND LARGER
hmengmeer
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