30" DIAMETER FRAME AND COVER
SEE DETAIL W/5.5

+—FOR MINIMUM SEE DETAIL W/5.5, MAXIMUM 5-0°

—— LIFTING HOOK
/_ SEE DETAIL BELOW

1°=9" MINIMUM

AR RELEASE VALVE, SEE

NOTE 1 (VALVE SIZE,
o MAXIMUM 2°) |+ AR/VACUUM VALVE, SEE NOTE
©

(VALVE SIZE, MINIMUM 3", MAXIMUM 8")

|_—— WELDED—ON CONNECTION, SEE NOTE 2
|~ (OUTLET SIZE, MINIMUM 3", MAXIMUM 8°)

— & VAULT STATION

V-BI0 POLYETHYLENE
ENCASEMENT, SEE

SPECIFICATIONS AND
NOTE 3

o cfoo §
o o e — »
{80 9 6" MINIMUM

GRANULAR BEDDING
SECTION

FOR CONTINUATION OF VENT PIPING, CONCRETE INSERT

SEE DETAIL W/10.1 / (1000 LB MINIMUM
Q "":.... CAPACITY)

@'x6' CONCRETE VAULT, ﬂl
SEE DETAIL W/10.2 e |
—~—— 3/4" DIAMETER
ol EYE BOLT (1000 LB
1 = O MINIMUM CAPACITY)
L)
A
[2)

LIFTING HOOK

NOTES:

-9"

V-BI0 POLYETHYLENE

. -« 1. FOR VALVE AND PIPING SIZES AND
g:gaﬁgf:;&SSEAEND "'l’ Af | LAYOUT, SEE DETAIL W/10.1
NOTE 3 jE S e

2. WELDED—ON CONNECTION, DETAIL W/10.1

3. SEE DETAIL W/2.8 FOR V-BIO POLYETHYLENE
ENCASEMENT AT CONCRETE INTERFACE.

ALUMINUM LADDER

pemp g [ PLAN 4. PROVIDE RUBBER ANNUAL HYDROSTATIC

SEALING DEVICES FOR PIPE THROUGH WALL
CONNECTIONS, SEE SPECIFICATIONS.

WASHINGTON | APPROVED: _|) 1!2‘{[ 16 STANDARD DETAL W
SUBURBAN AIR/VACUUM VALVE VAULT 100
SANITARY |V, N— ON 30-INCH DIAMETER '

COMMISSION - e AND LARGER PIPES




